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NOTES NOMENCLATURE
HANDHOLES, APU PIT AND DUCT ROUTING IS (D EXISTING JUNCTION BOX. INSTALL NEW CIRCUITS TO ALP~2 AND NL X
SHOWN FOR INFORMATION ONLY. EXACT LOCATION THROUGH JUNCTION BOX (SEE NOTE 5).
SHALL BE FIELD COORDINATED.
(® EXISTNG 400A, 480V, 3—PHASE PANEL "ALP~2". INSTALL ONE (1) 304,
ALL CONDUITS ENTERING/EXISTING HANDHOLES, 3-POLE CIRCUT BREAKER FOR NEW APRON LIGHTING CIRCUIT (SEE NOTE
POLE, ETC SHALL BE GRSC. CONTRACTOR SHALL 5).
TRANSITION FROM PVC TO GRS CONDUI MIN. _
3'-0" PRIOR TO THE TERMINATION POINT. PAYMENT (3 BXSTING 250A, 480V 3—-PHASE PANEL "NL”. INSTALL ONE (1) 20A, 3-POLE
EESGTONDUIT SHALL BE INGIDENTAL TO DUCT CIRCUIT BREAKER FOR NEW NL CIRCUT (SEE NOTE 5). - —_—
. R -
CONTRACTOR SHALL PROVIDE MIN §'~0° SLACK (®) EXISTING 6~WAY DUCT BANK. 1-3" PVC CONDUIT WITH: NEW 3 #6 —
O R N =0 Ak XLP-USE, 1 #10 GND. (P~1) AND 3 #6 XLP-USE, 1 #10 GND. (NL). A
RorLES, At EXISTING AND PROPOSED (5) EXISTNG 4-WAY DUCT BANK, 1-3" PVC CONDUIT WITH; NEW 3 #6
- XLP-USE, 1 #10 GND. (P—1) AND 3 #6 XLP-USE. 1 #10 GND. (NL).
CONNECT NEW DUCT BANK/VANDHOLE TO EXISTING o
DUCT BANK STUB. COST SHALL BE INCIDENTAL TO . .
NEW 4-3" PVC DUCT BANK, 1-3" PVC CONDUIT WITH: NEW 3 #6 XLP—USE,
NEW DUCT BANK OR HANDHOLE. ® 1 #10 GND. (P—1) AND 3 #6 XLP—USE, 1 #10 GND. (NL). A—
COST OF ROUTNG CABLES THROUGH JUNCTION | —
, AND EXISTING CONDUITS AND NEW C .
ggémgks ESHALL BE INCIDENTAL TO THE @ NEW 1-3" GRS CONDUIT. DIRECT BURIED WITH: NEW 3 #6 XLP-USE, 1 #10
INSTALLATION OF APRON LIGHT POLE. GND. (P-1) AND 3 #6 XLP~USE, 1 #10 GND. (NL). k T GENERAL LEGEND
EXISTING 1~WAY DUCT BANK. I
(9 NEW 2-WAY DUCT BANK WITH: 1-3" PVC CONDUIT FOR FUTURE USE. 1-1" ® = NEW/EXISTING 400 Hz PIT
PVC CONDUIT FOR FUTURE USE. o S e
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